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REPLY TO THE ATTENTION OF: 

497181 

CERTIFIED MAIL '• SE-5J/0PRS-SPCC 
RETURN RECEIPT REQUESTED W3360I 

Mr. Dennis Bgan 
Bgan Marine Corp/Service Welding & Ship Building 
P.O. Box 669 
Lerront, Illinois 60439 

Dear Mr. Bgan: 

After review of your Spill Prevention, Control and Countermeasure (SPCC) Plan 
(certified by Sigitas P. Vaznelis, P.E., dated December 15, 2000), it has been 

. determined that yc.ur SPCC Plan does not meet the minimum rec^uirements of Title 
40, Part 112 of the Code of Federal Regulations ("40 C.F.R. Part 112")-at tMs 
time. The deficiencies of your facility's plan-are listed in the Attachment A 
to this letter. 

Pursuant to Section 311(b) of the Clean Water Act, as amended by the Oil 
Pollution Act of 1990, 33 U.S.C. .§ 1321'(b) , violations of the SPCC regulation, 
contained at 40 C.F.R. Part 112, subject owners and operators of a facility to 
administrative civil penalties of up co $11,000 per day (1:5) to a rraximum of 
$137,500) or judicial civil penalties of rp to $27,500 per day. 

Egan Marine Oorp/Service Welding & Ship Building must take pronpt action to 
correct the violations and come into cortpliance with the SPCC regulation. U.S. 
EPA requests, pursuant to Sections 311 (m) and 308(a) of the Clean Water Act, 
33 U.S.C. §§ 1321 (m) and 1318(a), that you provide responses to Attachment A 
vd.thin thirty (30) calendar days from the date of receipt of this letter. 

These materials must be sent to: 

U.S. Environmental Protection Agency 
Emergency Response Branch (SE-5J) 

77 West Jackson Boulevard 
Chicago, Illinois 60604-3590 

Attn: Anita Boserran, On-Scene Coordinator 
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All materials si±imitted must be acccxtpanied by a certification- that all 
materials and all statenents si±imitted by your facility are true and accurate 
to the best of the signatory's knowledge and belief. This certification must 
be notarized and signed by an authorized official of your facility. The SPCC 
plan and all subsequent amendments must be reviewed and certified by a 
registered Professional Engineer who is familiar with the facility and with 40 
C.F.R. Part 112. The engineer's nano, registration number, State of registra
tion, date of certifica;tion and seal must be included as part of the Plan. 

This Request for Information is not si±)ject to the approval requirements of 
the Paperwork Reduction Act of 1980, 44 U.S.C. Part 35. The U.S. EPA has the 
authority to use the information requested herein in an administrative, civil 
or criminal action. 

If U.S. EPA does not receive an adequate and timely response from your 
facility, it will be required to pursue its existing enforcement proceeding. 
If you have any questions, please feel free to contact Ms. Anita L. Boseman, 
Qn-Scene Coordinator at (312) 886-6941. 

<ru 

Richard C. Karl, Chief 
Emergency Response Branch 

Attachments: (Attachment A) 

cc: ' Illinois Environmental Protection Agency 
Kendra Pohn, Illinois Attorney Generals Office 



ATTACHMENT A 
VIOLATTONS OF THE SPCC REGULATICNS POUND DURIN3 INSPECITCN 

40 C.F.R. 112.7 - Guidelines for the preparatican and inplementation of a Spill 
Prevention, Control and Countermeasure Plan 

DEFICIENCY 1; EGAN RESPONSE #4 AND #24 

(e) (2) Failure to provide ccnplete discussions and/or irtplemsnt requirements 
pertaining to Bulk Storage Tanks 

(ii) Failure to provide secondary containment for the largest single tank 
plus an allowance for precipitation. 

*S^ondary containment is required for all tanks, whether empty or fidl tanks, unless empty tanks have 
been properly decommissioned. * Decommissioning may include but, is not limited to removal of all 
product, and disconnection of piping to render the tank incapable of storing oil or and the tanks must be 
completely-taken out of operation to be properly decommissioned Also, the containment must be free of 
water, which, if present will reduce the containment capacity, and or may decay the bottom of the tank A 
written log for drainage schedule is requir&L 

*Operations on the eastern peninsula lack adequate secondary wntainment. Therefore the aboxe also, 
applies. If a tank is currently being used, even iftemporarily [e.g. the soapstock storage tanks], or if future 
use is still possible [hulk storage tanks in the eastern peninsula], secondary containment must be 
provided*. 

DKbiClKNCY 2: EGAN RESPCMSE #8 

(viii) Failure to inplement fail-safe engineering techniques on the tanks 
with one of the following: 

(A) High liquid level alarms with an audible or visual signal; 
(B) High liquid level puirp cutoff devices; 
(C) Direct audible or code signal between.the tank gauger and 

pumping station; 

*As indicated above, this requirement applies to all tanks until properly decommissioned As to boiler and 
vehicle tank operation, some means ofdetecting level must be used even it if is only the method identified in 
Vm (C), ABOVE e.g., your plan must state in detail the procedure by which this operation will be 
"continuously monitored" as indicated in your response. Such continuous monitoring must in turn sati^ 
viii C requirement of having direct communication between two individual manning the gauger and 
pumping station. Absent this, you must demonstrate the impracticability of implementing any of the 
techniques specified in the regulation. * 

DEFICIENCY 3; EGAN Response #14 

(e) (4) Failure to provide complete discussions and/or inplement 
requirements pertaining to Facility Tank Truck Loading/ 
ISiloading Rack. 
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(1) Failure to meet the minimum requirements and regulation 
established by the Department of Transportation regarding 
tank car and tank struck leading and unloading procedures 

* U.S. EPA isfidly aware of DOT regitlatiom.. However, it is necessary to state in the Plan that the 
facility is in compliance with this requirement eg., facility meets minimum requirements set by 
DOT. tell us you follow the DOT requirements. 

DEly'lC'lENCY 4: EGftN RESPCNSE #15 

(ii) Failure to provide a quick drainage system with a containment 
volume .greater than the largest carpartment of any tank car or 
truck vviiere drainage does not flow into a catchment basin or a 
treatment facility. 

*Please identify the catchment volumes of the ' 'containment areas'' and the maximum compartment 
capacity of the tank truck s utilized at each loading rack area. * 

DBFICIENICY 5; EGftN RESPCM5E # 19 

(e) (9) Security (excluding oil procJucticn facilities) 

(i) Failure to securely lock master flow and drain valves in the closed 
position or any other valves that will permit direct outward flow 
of the tanks contents to the surface vihen in non-operating or non-
standby status. 

*All drain valves must be locked when facility is not in operation. Please state in Plan, if you meet this 
requirement. * 

DEFICIENCY 6; SCX)PE OF PUVN 

*During site inspections, many portable tanks were stored in the '' Western Peninsula'' and need to be 
addressed in the Plan, or as stated above, properly decommissioned. If retained (even if empty), the 
inventory, locations, secondary containment, etc. for these portable tanks must be covered per the SPCC 
regulations. Therefore, since the numbering of the tanks changed, plmse provide an updated list of all 
tanks (even those that may be empty) including each tank number, volume/capacity, location (via 
indicating on facility map) and secondary containment. Ifsecordary containment includes the use of 
facility topography, the plan must identify and prove that the rock is not impervious. Remember, bedrock 
is not impervious by definition. There are cracks. Abo, if facility drainage b to the center, the plan must 
provide in detail the proceduresfor collection ofrelease, rainwater..., where stored and the means to 
address overflow, a pond or sump. 



_S E N D E B: _C OMRLETE.THIS.SEC TION 

I Complete items 1, 2, and 3. Also complete 
item 4 If-Restricted Delivery is desired. 

I Print your name and address on the reverse ' 
so that we can return the card to you. 

I Attach this card to the back of the mailpiece, 
or on the front if space permits. • 

1. Article Addressed to: 

(Jo. 13^ 

_COMRLETE.THIS.SECTION.ON DELIVERY-

A. Received by (Please Print <Date^P^; 
, Iw L Lip 

C. Simature / 

D. Isiaelivery address differer 3livery address differei 
If YES, enter delivery 

om itfem tT^QAfeS""^ 
low: im No 

3. Service Type 

]^tertified Mall • Express Mail. 
Registered • Return Receipt for Merchandise 

• Insured Mail • C.O.D. 

4. 'pestrlctedJDellvery? (Extra Fee) • Yes 

2. Article Number (Copy fn 
! I ill 1 . 

-vice label) 

PS Form3811, July 1999 Domestic Return Receipt 102595-99-M-1789 
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